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Infrastructure Legend
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Rainwater soakaway location (24m? area shown)
Refer to engineer's specification for details

—————— Temporary Site Power Cable
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R.P. Rodding Point
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90mm MDPE mains water supply pipe

25mm MDPE mains water supply pipe (private water main)

E 25mm water boundary box with water meter
Bzssssseszsizzd  150mm dia. UPVC UG soil foul drainage pipe
Ess222228222229  110mm dia. UPVC UG soil foul drainage pipe
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Connect to existing private sewer network

NOTES: ‘

1. All underground drainage pipework to comply with BS 8301:1985

2. Foul drains to be connected to a private main, managed by New
Findhorn Directions. Connection to sewer outside the plot
boundary

3. The connection to the existing private sewerage network is to
MH1 which previously served the Community Centre which is no
longer in use due to it being destroyed by arson. It is confirmed to
have sufficient capacity

4. Mains water to be connected to the existing private main,
managed by New Findhorn Directions

5. BT to be ducted into the building in location indicated )

6. Surface water soakaway to be constructed in accordance with 2, S, .
engineer's specification %%‘?000 Y

7. Surface water drainage pipework to be a minimum fall of 1:80 7 e v

8. Surface water drainage channel shown to be Hauraton Recyfix \q\
100 with mesh grating plumbed into SUDS drainage system Q.

9. Pipe bedding to be granular material which conforms to BS EN
1610 Annex B Table B.15

10. Pipe penetrations through the foundation to be lintelled with at N
least 50 mm separation to any pipework P IL.4539m _ Sy 2o
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